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| 19 | ! CONTROLLER #20 |
*6AWG  =UNIT DUCT, 600V, 2-1C NO.6, 1/C NO.6 GROUND,
(XLP-TYPE USE), 1” DIA. POLYETHYLENE OR
ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE)
3-1/C NO. 6
#4AWG  =UNIT DUCT, 600V, 2-1C N0.4, 1/C NO.4 GROUND,
(XLP-TYPE USE), 1" DIA. POLYETHYLENE OR
ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE)
3-1/C NO. 4
#2AWG  =UNIT DUCT, 600V, 2-1C N0.2, 1/C N0.2 GROUND,
(XLP-TYPE USE), 1 1/4’ DIA.POLYETHYLENE OR
ELECTRIC CABLE IN CONDUIT, 600V (XLP-TYPE USE)
3-1/C NO. 2 15 OF 16
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